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Introduction
Evaporative cooling is a very effective means for heat rejection and is used in many applications for commercial space conditioning, refrigeration systems, data centers, laboratories, and industrial systems. However, cooling towers and other evaporative cooling systems are a significant source of water consumption in the urban environment. In a typical office building with a water-cooled chiller, the cooling tower represents the largest water consuming end use. The U.S. Environmental Protection Agency estimates that 28% of the water use in office buildings is for the cooling and heating system.
Source: U.S. Environmental Protection Agency (2017)
Figure 1. Water consumption by end use for commercial buildings
Central chillers (water cooled and air cooled) are used in over 200,000 commercial buildings representing more than 200 billion square feet of commercial building floor area (U.S. Energy Information Administration 2012). Cooling towers are often not optimally maintained and represent a substantial opportunity for water savings through utilization of best practice water treatment approaches. Maintaining the good water quality in evaporative systems involves managing scale, corrosion, fouling, and biological growth, while minimizing water consumption and total costs.
Evaporation of water leads to increased concentrations of the minerals naturally occurring in water. As the minerals become supersaturated, they preferentially precipitate on the hot surfaces such as the condenser tubes. Biological growth occurs in water systems in the right conditions of temperature, light, and friendly chemical conditions, which often exist in evaporative systems. Corrosion is driven by electro-chemical and biological factors that can be challenging to control. Maintaining the proper balanced water chemistry to control these three challenges can be difficult. Typical water treatment systems add antiprecipitant and dispersant chemicals to minimize scaling, acids to control pH, corrosion inhibitors, and a biocide to control biological growth. At some point, the minerals in the water become concentrated beyond the effectiveness of the chemical additives, and they must be diluted by blowing down water from the bottom of the cooling tower basin and cleaner water to make up for the lost water volume. If managed well, this process provides a sound operating system; however, it requires a large amount of chemicals, makeup water, and personal attention. There are several alternative water treatment systems that employ a variety of technologies.
This document provides the results of a measurement and validation study for a chemical-free water treatment technology from Dynamic Water Technologies, LLC (DWT) and Universal Environmental Technologies (UET). The DWT-UET technology was deployed on a cooling tower in a large office building in Los Angeles, California. The baseline performance and DWT-UET system performances were monitored during the 2018 cooling season.
This demonstration project had three primary objectives:
1. Verify water and energy reductions for the demonstration building 2. Verify operations and maintenance costs reductions and plant personnel acceptance
Technology Description
DWT partnered with UET to bring this chemical-free cooling tower water treatment system to the United States. The technology is designed to provide a high level of water treatment without the use of cooling tower chemicals. According to DWT, the system maintains a dynamic water equilibrium that manages scale, minimizes corrosion, and controls biological growth, which leads to reduced water discharge (blowdown) and overall water consumption, lower maintenance costs, and energy savings due to cleaner heat exchanger surfaces. The process removes scale from the water in a reactor instead of relying on blowdown to eliminate minerals.
The technology uses a carefully controlled electrolysis process to split water into H + and OHions inside the reactor. The high concentration of OHions at the cathode lowers the pH and leads to a high concentration of C03 -2 (bicarbonate ions), which accelerates the precipitation of the hard minerals and silica inside the reactor instead of on tower surfaces and in the heat exchanger tubes. The system also maintains a dynamic equilibrium between the pH and alkalinity to minimize corrosion. Additionally, the system activates the chloride naturally present in the water, creating chlorine, which acts as a biocide. The result is a system that drastically increases the cycles of concentration and minimizes the blowdown, thereby saving water. The control of the scale results in cleaner heat transfer surfaces and reduced energy consumption. Cleaner water also creates a more reliable system that should also have longer overall equipment life.
The system is installed to treat a side stream taken from the condenser water line leaving the cooling tower and returned to the cooling tower basin after treatment. A schematic of a typical installation is shown in Figure 2 . Maintenance consists of monthly system inspection, cleaning scale from the reactor cores quarterly, and replacing the titanium reactor anode every 2−5 years. 
Evaluation Design
This technology validation study compared the operation of the chilled water system with and without the technology installed. The period without the technology installed is termed the baseline and is meant to represent as-is operation of the building systems.
Primary objectives of the study include assessing:
1. System water savings 2. System energy savings 3. Operations, maintenance, and chemical savings 4. Impact on corrosion, scaling, and biological contamination 5. Cost-effectiveness.
Building on these objectives, Table 1 shows the general performance objectives, performance metrics, and performance targets for this technology demonstration. Chiller plant energy savings is highly dependent on existing conditions and scale buildup in the system that would reduce heat transfer effectiveness. It is also difficult to determine chiller plant energy savings during a relatively short period in a dynamic system with multiple chillers, which is why the target for chiller energy savings is 0% to 5%. 
Test Site
Building Description
The demonstration was performed at the Los Angeles James K. Hahn City Hall East located at 200 N. Main St, Los Angeles, California, as shown in Figure 3 . The facility is an 18-story office building with a floor area of approximately 530,000 ft². The chilled water plant contains two 500-ton and two 800-ton chillers and provides chilled water to serve this facility and at times to an adjacent building. Three of the chillers are from York and one is from Carrier. There are four cooling towers on the roof, each with two fans and two basins. The cooling tower basins are connected through a common header. The building automation system (BAS) is managed by Johnson Controls, Inc. They provided the performance data from the BAS on a weekly basis.
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Figure 3. LA City Hall East with view of the cooling towers. Photo © 2017 Google, Map Data
The legacy water treatment system was a typical chemical-based approach maintained by a service contractor with weekly inspection, water chemistry checks, and dip tests taken to monitor biological growth. The primary chemicals used were phosphonate and nitrite with an automated chemical feed to control scale, corrosion, and biological growth, and additional chemicals were added as needed. The conductivity setting was adjusted to maintain the water chemistry in a safe range for scale and corrosion, usually between 2,400 μS/cm and 3,500 μS/cm. The blowdown valve was controlled to maintain the tower basin conductivity below the set point. The towers and chiller condensers were cleaned once per year.
For the baseline performance of this cooling plant, scale was controlled through maintaining chemistry balance, addition of scale inhibitors, and blowdown, which was controlled by the conductivity set point. The only removal mechanism of minerals causing scale was through blowdown of the concentrated minerals in the tower basin and dilution from the makeup water.
Technology Installation
The DWT-UET system consists of a reactor skid, small pump, small air compressor, and controller. This system draws water from the common condenser header and feeds the treated water to two of the cooling tower basins as shown for the UET-1 skid in Figure 4 . An identical reactor skid is installed between cooling towers 3 and 4. Figure 5 shows a picture of one of the installed reactor skids. Installation of the DWT-UET system is relatively easy but requires space for the space for the reactor skid, new piping to connect the system, 120V power for the controller, 120V or 220V power for the circulation pump, and control wiring. Table 2 identifies the measurements used to determine the water and energy performance. Table  2 also describes the source of data, collection frequency, and the type of instrument used. 
Methodology
Quantitative Study Design
Qualitative Study Design
Although qualitative objectives were not included in the study design, a qualitative assessment of the DWT-UET system was conducted based on review of system maintenance reports, review of water quality data, and communications with the facilities staff and the vendor.
Data Analysis
A prevalidation phase performance was established with weekly water chemistry reporting and monthly utility data from November 2017 through May 2018. The detailed energy and water data from Table 2 were available starting March 29, 2018, through July 8, 2018. The DWT system was started on July 9, 2018 and the technology validation data were available through December 31, 2018. The data collection periods of testing are summarized in Table 3 . The water consumption in the cooling towers is a function of several variables and linear multivariable regression models were developed using the R programming language with RStudio (RStudio 2019). These models were then used to estimate annual water consumption and savings.
Baseline Model Development
The baseline model was created in R using daily average and daily total values for 64 days of measured data. Ten days of data were removed because of measurement failures or known maintenance issues that caused the system to produce extrema that were unrepresentative of typical operating conditions of the system. These days are May 1−3, May 7, May 10−11, May 17−18, and June 28−29. In addition, there were occasional periods with 1 to 2 time steps of missing or faulty data that were filled in by averaging adjacent data. The data are presented in Appendix A.
The baseline linear regression model with the best fit to the measured data uses workday (binary operator; 0=weekend, 1=weekday), daily average ambient dry-bulb and wet-bulb temperatures (°F), daily total cooling load (ton-hr, refrigeration), and the daily cooling tower conductivity setpoint (μS/cm) to estimate the daily makeup water. The resulting baseline model equation is:
Where:
• y = daily makeup water (gal) • x1 = workday (binary operator; 0=weekend, 1=weekday) • x2 = daily average ambient dry-bulb temperature (°F) • x3 = daily average ambient wet-bulb temperature (°F) • x4 = daily total cooling load (ton-hr, refrigeration)
• x5 = daily cooling tower conductivity setpoint (μS/cm)
For each coefficient (c1-c5) in Eq. (1), R calculates the standard error, the t-value (the t-test associated with testing the significance of the parameter [coefficient divided by the standard error]), and the p-value or probability value for that t-test (the proportion of the t distribution at that degree of freedom, which is greater than the absolute value of the t statistic). These values are in Table 4 . The larger the absolute t-value and the smaller the p-value, the more significant the variable is to the correlation. The daily cooling load and dry-bulb temperature are the most significant variables and the conductivity and workday are the least significant variables. 
DWT-UET Model Development
The DWT-UET validation period represents measurements taken after the DWT-UET water treatment system was activated and operation stabilized. The DWT-UET validation period ran from July 27, 2018 , to November 30, 2018 . Similar to the baseline model, a DWT-UET linear regression model to estimate makeup water was developed using the data gathered during this time period. No days of data were removed. The data are presented in Appendix C.
The DWT-UET linear regression model developed uses workday (binary operator; 0=weekend, 1=weekday), daily average ambient dry-and wet-bulb temperatures (°F), and the daily total cooling load (ton-hr, refrigeration) to estimate the daily makeup water. With the DWT-UET system installed and operating, the daily cooling tower conductivity setpoint was fixed at 5,500 μS/cm and remained unchanged throughout the monitoring period. Therefore, it is not included on the DWT-UET linear regression model. The resulting DWT-UET model equation is:
• y = daily makeup water (gal) • x1 = workday (binary operator; 0=weekend, 1=weekday)
• x2 = daily average ambient dry-bulb temperature (°F) • x3 = daily total cooling load (ton-hr, refrigeration)
• x4 = daily average ambient wet-bulb temperature (°F)
The value for each coefficient in Eq.
(2) and the statistical values are shown in Table 6 . The drybulb temperature and cooling load are the most significant variables, but the workday and wetbulb temperature are also significant. Table 7 shows the statistical significance of the DWT-UET model compared to the measured data. The coefficient of determination (R²) values and model statistical values are within the ASHRAE Guideline 14-2014 requirements for field measurements and a linear regression model (ASHRAE 2014) . Overall, the model slightly underestimates the actual water consumption. 
Cooling Load Model Development
To estimate annual performance, a linear regression model of the building cooling load was developed to estimate the cooling load for periods not directly measured in this study. The building cooling load is primarily a function of the ambient dry-bulb temperature and the workday/weekend, and to a lesser degree, a function of ambient wet-bulb temperature. The model was developed using measured data for these parameters from April 23 to November 30, 2018.
The cooling load linear regression model uses workday (binary operator; 0=weekend, 1=weekday), daily average ambient dry-and wet-bulb temperatures (°F) to estimate the daily total cooling load (ton-hr, refrigeration). The resulting model equation is:
• y = daily cooling load (ton-hr) • x1 = workday (binary operator; 0=weekend, 1=weekday) • x2 = daily average ambient dry-bulb temperature (°F) • x3 = daily average ambient wet-bulb temperature (°F)
The values for each coefficient in Eq. (y = c1*x1 + c2*x2 + c3*x3 + intercept (3) and the statistical values are shown in Table 8 . The dry-bulb temperature and the workday are the most significant variables. Table 9 shows the statistical significance of the cooling load model compared to the measured data. This model is not as good of a fit as the water models, but it meets the Guideline 14 requirements and is considered good enough to estimate the building cooling load as an input to the cooling tower makeup water models. 
Results
System Operation
The legacy water treatment system followed a typical chemical-based approach with weekly water testing and adjustments of chemical injections and basin conductivity set points to maintain water quality within specifications. During the baseline period, the conductivity set point started at 3,400 μS/cm and was changed to 2,400 μS/cm on May 18 because the conductivity cycles were high out of range. The DWT-UET system was turned on July 9, 2018, and the conductivity set point was changed to 5,400 μS/cm. An unexpected source of bleed water occurred during the setup and commissioning, which led to excessive makeup water to the basin (and subsequent basin overflow). The fault was noted by the steep drop in conductivity and was stopped on July 16. After this fault was corrected, the conductivity increased steadily to the new set point on August 5. The tower basin conductivity as recorded by the advantage controller over the baseline and validation periods is shown in Figure 6 . The conductivity values recorded by the advantage controller during the baseline period (prior to July 9), were approximately 600 μS/cm higher than the set point. The conductivity readings taken during the weekly maintenance checks were in line with these set points throughout the testing, which indicates that the advantage controller conductivity meter may have been out of calibration or fouled during the baseline period. These readings were not used in the analysis and do not affect the results. 
Quantitative Results
Water Performance
Comparison of water consumption between the baseline and DWT-UET system cannot be accomplished with a direct comparison of measured data because the systems operated at different times with different conditions. The linear regression models for baseline and DWT-UET operation from Sections 3.3.3.1 and 3.3.3.2 were used to estimate the water consumption with measured weather and building cooling load data. Figure 7 shows the estimated daily water consumption from the two models over the full period of data collection from March 29 to December 31, 2018. The gaps in the graphs are days with missing or faulty cooling load data. To determine annual water savings, a complete weather and cooling load data file for 2018 was created from the on-site measured data combined with weather data taken from a nearby station and building cooling load data estimated from the linear regression model developed in Section 3.3.3.3 for periods with faulty or no data collection. The cooling load linear regression model represented by Eq. (y = c1*x1 + c2*x2 + c3*x3 + intercept (3) was used to estimate the cooling load for January 1 to March 28 and a few days of missing or faulty data throughout the rest of the year. Daily average dry-bulb and wet-bulb temperatures for these periods were taken from a nearby Weather Underground station KQCT (WU 2019). Then, the baseline and DWT-UET water-use models were run with this annual data file to estimate 2018 water savings for this building. The baseline regression model was run with two values for the conductivity set point to represent the two operating conditions during the baseline monitoring period with the results shown in Table 10 . The annual water savings are 20% with the baseline conductivity set point at 2,400 μS/cm and 19% with a conductivity set point of 3,400 μS/cm. The uncertainty was determined according to ASHRAE Guideline 14 and the calculations are shown in Appendix D. The water savings with the DWT-UET system comes from the reduced need for blowdown; the evaporated water consumption is similar for both systems because this is related to the heat rejection from the chillers which is similar for both systems. The blowdown water (i.e., waste or sewer water) reduction is approximately equal to the water consumption savings, over 1 million gallons per year.
Energy Performance
The presence of scale on heat transfer surfaces such as condenser tubes increases the thermal resistance and decreases the heat transfer rate. The reduction in heat transfer reduces the effectiveness of the condenser to reject heat and overall chiller plant efficiency. The DWT-UET system claims to remove existing scale and improve the overall energy performance. This change in scale in the condenser tubes is potentially significant to energy performance but is a relatively small physical change and takes place over several months, making it difficult to measure changes in the energy performance. In addition, sequencing of the four chillers of different sizes and efficiencies and the operation of the cooling tower fans were not consistent during the validation period, making it challenging to determine small changes in energy performance. Two approaches to evaluating the energy performance were undertaken. First, linear regression models were developed for the energy consumption of the chillers for the baseline and DWT-UET operations. The models produced very similar results and no change in energy performance was observed.
The second approach was to compare the chiller plant efficiency (kW/ton) from periods with similar conditions and chiller run hours. The periods of May 31 to July 2 and September 29 to November 26 had similar weather conditions with the average temperature of 67.9°F and 68.7°F. The hourly chiller plant load for weekdays and weekends is shown in Figure 8 , and the chiller plant efficiencies are shown in Figure 9 . The ambient temperature during the DWT test period was slightly warmer, and the chiller plant load was slightly higher than the baseline period. The weekday efficiencies are nearly identical, and the weekend efficiencies are very similar. Given the uncertainty in the chiller plant operation and measurements, we conclude that there is no measurable change in the energy performance during this period. Longer-term and more accurate measurements may reveal a change in the energy performance.
The energy consumption of the DWT-UET reactor skid, circulation pump, and air compressor is approximately 1% to 2% of the total cooling plant energy consumption based on measurements from another measurement and validation project of this technology (Tomberlin, Dean, and Deru 2018) . This energy consumption is within the measurement uncertainty and was not noticeable in the results of this project. 
Water Quality
The purpose of water treatment systems is to establish conditions that maintain a balance between scale, corrosion, fouling, and biological growth, while minimizing water consumption and total costs. One way that the DWT-UET system reduces the potential for corrosion is by maintaining a higher Ca +2 ion concentration and slightly higher pH than chemical-based treatment systems. Chemical-based treatment systems may add sulfuric acid to reduce calcium carbonate scale. The DWT-UET system controls scale deposition by providing conditions in the reactors that are favorable to scale deposition, thus removing the minerals from the cooling water and avoiding scale in other parts of the cooling system.
The balance between calcium carbonate scaling and corrosive tendencies of water can be estimated with the Langelier Saturation Index (LSI) and the Ryznar Stability Index (RSI). LSI values below zero indicate a corrosive tendency for mild steel, and LSI values greater than zero indicate conditions favorable to calcium carbonate scaling. RSI values less than 6 indicate conditions favorable to calcium carbonate scaling, and RSI values greater than 7 indicate a higher tendency for mild steel corrosion. Cooling tower water systems are typically maintained with a slight scaling tendency to avoid corrosion problems. The LSI, RSI, and pH from June 2017 through January 2019 are shown in Figure 10 . The DWT-UET system maintains a higher pH, higher LSI, and lower RSI, showing a tendency for lower corrosion and higher calcium carbonate scale than the baseline treatment system. However, calcium carbonate preferentially precipitates in the reactors in the DWT-UET system, avoiding scale problems in the rest of the cooling system. 
Cost-Effectiveness
The cost-effectiveness is evaluated based a comparison of the water and sewer costs and maintenance and chemical costs for the two systems on an annual basis. The baseline cooling tower service contract and chemical costs are $26,339 and the annual DWT-UET system service contract cost is $8,000. The annual water and sewer costs for both systems and the savings are shown in Table 11 , assuming sewer charges are based on 93% of the water usage. This analysis results in a total water and maintenance savings in the first year of $34,105. An economic analysis of the DWT-UET technology for this installation is presented in Table 12 . Two rebates were available for this installation of $6 and $3.75 per 1,000 gallons of water saved annually. With this rebate, the installed cost of the DWT-UET system is $188,674 with a simple payback of 5.5 years. The 15-year net present value is $160,700, assuming a 2% inflation for water and maintenance costs and a 7% discount rate. Additional savings from reduced annual maintenance cleaning requirements and increased equipment life are unknown but could be substantial and improve the economic value of this technology. 
Qualitative Results
System Maintenance
The legacy cooling tower water treatment system was maintained under a service contract with weekly preventative maintenance that included water chemistry testing, system checks, sensor cleaning, and chemical treatments to maintain proper water quality. The legacy system used phosphonate-and nitrite-based chemical additives with an automated feed system. These systems were checked and filled on a weekly basis. Approximately 1,000 gallons of the phosphonate solution and 250 gallons of the nitrite solution were added during the service calls in 2017. In addition, a liquid chloride solution was added occasionally to control biological growth. Nineteen gallons of the chloride solution were added in 2017.
The DWT-UET system maintenance includes continuous monitoring through the Advantage controller, weekly water quality tests, monthly reactor checking, and quarterly reactor cleaning or as needed. The DWT-UET system eliminated the need for the phosphonate and nitrite solutions. Under most conditions, the DWT-UET system uses the existing chlorides in the municipal water systems to create biocides. Additional chlorine was added as a precaution during the first few months of operation for this installation and was phased out toward the end of 2018.
The legacy annual maintenance included cleaning of the cooling towers and chillers to clean the basins of mud and debris, pressure wash the cooling tower media, and conduct eddy current tests on the chiller tubes. The chiller barrels had not been cleaned for approximately three years prior to the DWT-UET system installation. A borescope of the condenser tubes on July 18 revealed substantial scale buildup with several areas with no rifling visible in the tube.
Under the DWT-UET system, the first reactor cleaning was on September 10 after 2 months of operation and 507 lb of scale were removed from the reactors. The scale in this first cleaning included scale removal from the makeup water and from system descaling. Images of the scale in the reactor cores from October 26, 2018, and November 27, 2018 , are shown in Figure 11 . A borescope of the condenser tubes was conducted on October 30, 2018, and a noticeable amount of scale had been removed, revealing more of the rifling, as shown in Figure 12 . It is expected that the reduction in scale buildup will allow for a faster and less aggressive annual chiller maintenance by not having to use the aggressive brushes to remove scale while cleaning the tubes. There was also a noticeable reduction of scale on the cooling tower media, which should help extend the life of the media due to the reduction in time of the pressure washing of the cooling tower media. 
Overall Technology Assessment
The DWT-UET water treatment system was installed in the Los Angeles City Hall East building for evaluation compared to the legacy chemical-based water treatment system. Monitoring of both systems occurred throughout most of 2018. Performance was monitored with existing metering during the baseline system operation period and during the DWT-UET system operation period. Annual performance was determined by comparison of multivariable linear regression models developed for each system.
The DWT-UET system eliminated the need for the use of the scale and corrosion inhibiting chemicals. A small amount of chlorine was added during the first few months of operation as a precautionary measure and was phased out when it was proven that safe conditions were maintained. Removal of calcium and other scale-producing minerals by the DWT-UET system reduced the need for blowdown, which led to an estimated annual water savings of 1.16 million gallons, or 20% of the makeup water. The biological growth and potential for corrosion were also safely maintained by the DWT-UET system through the automated control system.
Scale buildup in cooling systems can negatively affect the heat transfer and the energy performance of the system. The DWT-UET system actively removes existing scale from the system, which should improve the energy performance, leading to energy savings for the chillers. The potential energy saving is highly dependent on the amount of existing scale in the system and the water quality. Observations in this project were unable to show changes in the chiller plant energy performance. However, longer-term measurements may show savings.
Cost savings were realized through reduced water consumption, reduced sewer discharges, elimination of chemicals, and reduced annual maintenance costs. The total annual cost savings are estimated to be $34,105. The reduced scale and tight corrosion control will potentially provide additional savings through extended equipment useful life. The extent of this improvement is unknown and is not included in the cost savings.
The measured performance of the system across the proposed quantitative performance metrics is shown in Table 13 . The system performed well and met or was close to meeting the preliminary performance targets. Most significantly, the makeup water savings met the target, the sewer discharge exceeded the target, and the system eliminated the need for added chemicals. The simple payback was 5.5 years, which did not meet the target of 4 years. 
Lessons Learned and Recommendations
The modular nature of the DWT-UET system design scales well from medium-sized cooling towers to large industrial systems. The DWT-UET system works well with most water systems but will provide the most benefit for areas with hard and very hard water (> 120 ppm CaCO3) conditions and for areas with high water and sewer charges. In addition, longer cooling seasons with 8 or more months of cooling system operation will provide a faster payback. The elimination of chemicals and associated service fees can be a significant cost savings contributing to the cost-effectiveness.
Installation of the DWT-UET system is relatively easy but requires space for the reactor skid, new piping to connect the system, 120V power for the controller, 120V or 220V power for the circulation pump, and some control wiring as shown in Figure 4 and Figure 5 . A small air compressor or compressed air line is also required. The system startup is simple and requires very little oversight. Operation requires daily walkthroughs and water testing and weekly checks and cleaning. The reactors are inspected quarterly and cleaned as needed. 
Appendix A. Baseline Model Data
Appendix D. Uncertainty Calculations
The American Society of Heating, Refrigerating, and Air-Conditioning Engineers (ASHRAE) Guideline 14 (2014) defines the minimum requirements and determination of uncertainty for measurement and verification of energy and water projects. In general, the uncertainty for a project with regression analysis is determined by Eq. (U = t F �U model 2 + U s 2 + RE instrument 2 (4), which simplifies to Eq. (U = t F × 1.26 × CV(RMSE) × � n+2 n×m (5) when no sampling is done and the savings are not determined by comparison to measured data or when the instrument error is very small. The savings for this project were estimated by comparison of two linear regression models applied over the same period and the uncertainty can be estimated by 
